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IN THE MATTER OF THE APPLICATION OF
SOUTHERN SUNRISE WATER COMPANY FOR A
CERTIFICATE OF CONVENIENCE AND
NECESSITY TO PROVIDE WATER UTILITY
SERVICE IN COCHISE COUNTY, ARIZONA.

IN THE MATTER OF THE JOINT APPLICATION
OF NORTHERN SUNRISE WATER COMPANY
AND SOUTHERN SUNRISE WATER COMPANY
FOR THE APPROVAL OF SALE AND TRANSFER
OF WATER UTILITY ASSETS, AND
CANCELLATION OF CERTIFICATES OF
CONVENIENCE AND NECESSITY, FOR
MIRACLE VALLEY WATER COMPANY,
COCHISE WATER COMPANY, HORSESHOE
RANCH WATER COMPANY, CRYSTAL WATER
COMPANY, MUSTANG WATER COMPANY,
CORONADO ESTATES WATER COMPANY, AND
SIERRA SUNSET WATER COMPANY, LOCATED
IN COCHISE COUNTY, ARIZONA.
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RESPONSE TO AUGUST 7, 2007
STAFF REPORT

Northern Sunrise Water Company ("Nor'thern Sunrise") and Southern Sunrise Water

Company ("Southern Sunrise") (collectively "Applicants") hereby submit this Response to the

August 7, 2007 Staff Report in the above-referenced matter. In its report, Staff concluded that

Applicants' proposed modifications to the capital improvements attached as Exhibit B to
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Decis ion No. 68826 (June  29, 2006) ("Orde r") could not be  ve riheddue  to the  following is sues :

S ta ff cus tomarily require s  tha t a  Wa te r Use  Da ta  Shee t showing actua l cus tomer

demand for a  water system be used to evaluate  plant capacities,

The  S ie rra  Sunse t Sys tem like ly is  inte rconnected, a s  a re  the  Crys ta l and Mustang

sys tems like ly inte rconnected, a lthough this  has  not been confirmed,1 and the re fore  actua l wa te r

demand is  unknown and plant facilities  cannot be  adequa te ly s ized, and

The  wa te r loss  da ta  tha t Applicants  provided exceeds  the  10% mark for s ix of the

se ve n wa te r sys te ms , howe ve r poss ible  sys te m inte rconne ctions  would a ffe ct wa te r los s . S ta ff

re que s te d tha t Applica nts  s ubmit Wa te r Us e  Da ta  S he e ts  s howing twe lve  months  of a ctua l

demand da ta  for e ach wa te r sys tem, and confirm whe the r any of the  wa te r sys tems  a re  actua lly

11 interconnected.
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1 5 Exh ib its 2  a n d
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In  a n  e ffo rt to  re s pond  the  S ta ff" s  re que s ts , Applica n ts  he re by s ubmit re s pons e

memorandums prepared by WestLand Resources , Inc. Attached here to as Exh ib it 1 is  Northe rn

Sunrise 's  "Mustang and Crys ta l Wate r Sys tems Comment Response  Memo." Attached he re to a s

3, a re  S outhe rn S unris e 's  "Cochis e  a nd Hors e s hoe  Ra nch Wa te r S ys te ms

Comme nt Re s pons e  Me mo" a nd ""Mira cle  Va lle y Wa te r S ys te m Comme nt Re s pons e  Me mo,"

re s pe ctive ly. Northe rn S unris e  e xpe cts  to file  docume nta tion re ga rding the  S ie rra  S uns e t a nd

Coronado water systems by November 1, 2007.

1 9

20

21

22

23

24

25

26
1 Applicants' initial filing stated that it is "possible" the Sierra Sunset System is interconnected with an adjacent
water system(s), and the Crystal and Mustang systems "may already" be interconnected.
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DATED thls ay of September, 2007.

2 FENNEMORE CRAIG, P .C.
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By:
Jay L. Shapiro
Pa trick J . Black
Suite  2600
3003 North Centra l Avenue
P hoe nix, Arizona  85012
Attorneys  for Northe rn Sunrise  Wate r Company
and Southern Sunrise  Water Company
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1 0 ORIGINAL a n d  33 c o p ie s  file d
this 24"/aay of September, 2007 to:

11
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Docke t Control
Arizona  Corpora tion Commiss ion
1200 West Washington Street
Phoenix, Arizona  85007
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COP Y ad de live red
this 2 0 ay of September, 2007 to:
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Steve  Oleo, Assis tant Director
Utilitie s  Divis ion
Arizona  Corpora tion Commiss ion
1200 W. Washington s t.
P hoe nix, AZ 85007
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Ma rlin S cott, J r.
Utilitie s  Divis ion
Arizona  Corpora tion Commiss ion
1200 West Washington St.
P hoe nix, Arizona  85007
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MUSTANG AND CRYSTAL WATER SYSTEMS
COMMENT RESPONSE MEMO

8
3
g

Docket Control 32883
w f~,l4THm4¢zxk@

m f l a t w
Fro m: Wes tLa nd Res ources , Inc.

D a t e : September 20, 2007

P ro je c t  No . 1428.01 F 8000 3
3
3

In response to ACC comments dated August 7, 2007, WestLand Resources, Inc., offers the following

responses:

8
3

38
3
4

4

31When evaluating the "Demand Evaluation Criteria "for all the water systems, the Companies did not

use the actual demand data from each system. According to the Companies, the actual data the

Companies had recorded was limited and not sufficient. Insteaal the Companies adopted the Bella

Vista South water demand data and its peaking factors to anal/ze each water system and its plant

facilities. It is Sta/f's practice that when evaluating existing water systems, a Water Use Data Sheet

showing the actual customer demand for that system should be used to evaluate plant capacities.

Response: The well production data available to date for the Crystal and Mustang systems has been

recorded on standard Water Use Data Sheets and are attached. In addition a combined Mustang and

Crystal Water Use Data Sheet is attached. All infrastructure sizing is based upon said data sheets.

2. The Companies stated that it is "possible" the Sierra Sunset System is interconnected with the

adjacent water system(s). The Companies also indicated that the Crystal and Mustang water systems

"may already" be interconnected As a result, the actual water demand for each of these water

systems is not known andplantfacilities cannot be adequately sized

e
i
I

Response: Based upon data provided by field staff, die Crystal and Mustang water systems are

interconnected. The interconnect was located and confirmed by closing a valve in the line to isolate

the systems, then opening the valve and supplying both systems from only the Mustang well, without

any adverse effects. The system evaluation was done for both the stand-alone condition as well as

combined with Crystal.
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The Companies provided lost and unaccounted for water data. Ilse water loss data exceeds the

targeted 10% limitation for unaccounted water in six of the seven water systems. According to the

Companies, to reduce these losses, the Companies have implemented programs to locate in-metered

services and install meters. T71e possible system interconnections would also eject the water loss

percentages.
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Q:\Jobs\l400's\l428.0l\ACc\Mus!ang & Crystal response memo.doc WestLand Resources, Inc.
Engineering and Environmental Consultants
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Mustang Water System
Comment Response Memo

September 20, 2007
Page 2

Response: Algonquin recognizes that the lost and unaccounted for water percentages exceeds

industry standards. New metering equipment and meter reading protocol has been implemented to

identify in-metered areas, interconnects and meter accuracy in an effort to improve said percentages.

Water Use Summarv

The Water Use Data Sheets tabulating well production data for the most recent nine months are attached.

For the stand-alone Mustang system, the average day of the peak month production (ADPM) is 26,870

gallons per day (pd) based on the eight months of data available, and Peak Day Demand (PDD) is

calculated to be 24 gallons per minute (rpm). Maximum instantaneous demand for the number of units

served in the Mustang system is 133 rpm.

For the stand-alone Crystal system, the ADPM is 21,700 god basedon the eight months of data available,

and Peak Day Demand (PDD) is calculated to be 20 rpm. Maximum instantaneous demand for the

number of units served in the Crystal system is 127 rpm.

For the combined Crystal and Mustang water systems, the ADPM is 45,470 god based on the eight

months of data available, and PDD is 43 rpm. Maximum instantaneous demand for the number of units

served in the combined Crystal and Mustang systems is 201 rpm.

Recommendations

Since the existing Mustang and Crystal systems are interconnected we recommend combining system

capacity improvements. We recommend reducing the overall storage capacity to 100,000 gallons from

the original 120,000 gallons (two 60,000 gallon reservoirs) in the ACC's decision. The existing well

capacities appear adequate for the existing system and to accommodate modest growth. Rehabilitation of

both the Crystal and Mustang wells is recommended in lieu of replacement. A new pre-packaged booster

station is recommended to provide instantaneous demand to the Mustang and Crystal service areas. The

pre-packaged booster station will also replace the existing hydropneumatic tank at the Mustang site which

appears to be a safety hazard.

S CH:em r

Q:\Jobs\l400's\l428,0l\ACC'\Mus!8ng & Crystal response memo.doc WestLand Resources, Inc.
Engineering andEnvironmental Consultants



>NAME OF COMPANY Crystal & Mustang

>ADEQ Public Water System No. 02-054

MONTH/YEAR
(Las t 13 Months ) NUMBER OF

CUSTOMERS

GALLONS
S OLD

(Th o u s an d s )

G ALLO NS
P UMP E D

(Th o u s an d s )

GALLONS
PURCHASED

December 2006 122 654 665
u 2007J anu 122 550 660 Q

1Febm 2007 122 635 666 c

March 2007 122 518 825

April 2007 120 702 947 Q

May 2007 1 2 ] 761 1,134 Q

June 2007 120 899 1,364 Q

July 2007 124 875 1,208 Q

Au st 2007I 117 606 643 -

STORAGE TANK
CAPACITY

(Gallons)

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons  per Minute)
100,000 (proposed) 1 55-807770 95

55-807774 40

>Other Water Sources in Gallons per Minute No n e
>Fire Hydrants on System No
>Total Water Pumped Last 13 Months (Gallons in Thousands) 7,447 (9 months)

WATER USE DATA SHEET

i

i
S
3
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>
NAME OF COMPANY Mus ta ng

>ADEQ Public Water System No. 02-054

MONTH/YEAR
(Last 13 Months) NUMBER OF

CUSTOMERS

GALLONS
S OLD

(Th o u s an d s )

G ALLO NS
P UMP E D

(Th o u s an d s )

G ALLO NS
P UR C HAS E D

De ce mbe r 2006 66 372 360 In

Janua 2007 66 286 361
1 2007Febru 66 362 355

Ma rc h 2007 66 248 409

April 2007 66 328 482
Ma y 2007 67 323 571
June  2007 65 434 713
J uly 2007 70 395 833
A u st 2007Q 63 Wa* n / a *

S T O R AG E  T ANK
C AP AC IT Y

(Ga llo n s )

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons  per Minute)
ml 55-807770 95

>Other Water Sources 'm Gallons per Minute None
>Fire Hydrants on System N o
>To ta l Wa te r P u mp e d  La s t 13 Mo n th s  (Ga llo n s  in  Th o u s a n d s ) 4,083 (8 months )

WATER USE DATA SHEET

I

* Individua l system da ta  not ava ilable , see  combined system Water Use  Data  Shee t



>NAME OF COMPANY Crys ta l

>ADEQ Public Water System No. 02-054

MONTH/YEAR
(Last 13 Months) NUMBER OF

CUSTOMERS

GALLONS
S OLD

(Th o u s an d s )

G ALLO NS
P UMP E D

(Th o u s an d s )

GALL ons
PURCHASED

December 2006 56 282 305
2007IJ a nu 56 264 299

Februa ry 2007 56 273 312
Ma rch 2007 56 271 416

April 2007 54 374 465
Ma y 2007 54 438 562
June  2007 55 465 651
July 2007 54 481 375
A u st 2007o 54 n / a * n/a  *

S T O R AG E  T ANK
C AP AC IT Y

(Ga llo n s )

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons per M°mute)
55-807774 40

>Other Water Sources in Gallons per Minute None
>Fire Hydrants on System N o
>Total Water Pumped Last 13 Months (Gallons in Thousands) 3,385 (8 months )

s

WATER USE DATA SHEET

l
r

I

r

I

* Individua l system da ta  not ava ilable , see  combined system Water Use  Data  Shee t
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COCHISE AND HORSESHOE RANCH WATER SYSTEMS
COMMENT RESPONSE MEMO

Docket Control

From: Wes tLa nd Res ources , Inc.

Date: S e pte m be r 20, 2007

328883
THD-FyMS AMTHQHY

¢ uAaTtl4sz

P ro je c t  No . 1 4 2 8 . 0 3  B  8 0 0 0

In response to ACC comments dated August 7, 2007, WestLand Resources, Inc., offers the following

responses:

When evaluating the "Demand Evaluation Criteria"for all the water systems, the Companies did not

use the actual demand data from each system. According to the Companies, the actual data the

Companies mad recorded was limited and not sufficient Instead the Companies adopted the Bella

Vista South water demand data and its peaking factors to analyze each water system and its plant

facilities. It is StaffS practice that when evaluating existing water systems, a Water Use Data Sheet

showing the actual customer demand for that system should be used to evaluate plant capacities.

Response: The well production data available to date has been recorded on a standard Water Use

Data Sheet and is attached. All infrastructure sizing is based upon said data sheets. Because the

water distributed in the Cochise and Horseshoe Ranch systems is produced by common wells and not

separated by system, demand calculations and capacity recommendations for these two systems are

combined.

2. The Companies stated that it is "possible" the Sierra Sunset System is interconnected with the

aayacent water system(s). The Companies also indicated that the Crystal and Mustang water systems

"may already" be interconnected As a result, the actual water demand for each of these water

systems is not known andplantfacilities cannot be adequately sized

Response: This comment does not apply to the Cochise and Horseshoe Ranch systems.

3. The Companies provided lost and unaccounted for water data. The water loss data exceeds the

targeted 10% limitation for unaccountedwater in six of the seven water systems. According to the

Companies, to reduce these losses, the Companies have implementedprograms to locate in-metered

services and install meters. The possible system interconnections would also eject the water loss

percentages.

Response: Algonquin recognizes that the lost and unaccounted for water percentages exceeds

industry standards. New metering equipment and meter reading protocol has been implemented to

identify in-metered areas, interconnects and meter accuracy in an effort to improve said percentages.

Q:\Jobs\l400's\l428.0l\ACC\cochise 84Horseshoe response memn.doc WestLand Resources, Inc.

1 .

To :

Engineering and Environmental Consultants
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Cochise and Horseshoe Ranch Water Systems
Comment Response Memo

September 20, 2007
Page 2

Water Use Summand

The Water Use Data Sheet tabulating well production data for the most recent nine months is attached.

The average day of the peak month production (ADPM) is 172,680 gallons per day (god) based on the

nine months of data available, and Peak Day Demand (PDD) is calculated to be 160 gallons per minute

(rpm). Maximum instantaneous demand for the number of units served in the Cochise and Horseshoe

Ranch systems is 517 rpm.

Recommendations

We concur with the original ACC recommendations for the Cochise and Horseshoe Ranch systems.

Present well capacity meets existing demand requirements. The existing 212,000 gallons of storage in the

system is sufficient to meet demand.

SCH:emr

Q:\Jobs\l4008\1428.0l\ACC\Cochise & Horseshoe response memo.doc WestLand Resources. Inc
Engineering and Environmental Consultants



>NAME OF COMPANY Cochise  / Horseshoe  Ranch

>ADEQ Public Water System No. 02-01 I

MONTH/YEAR
(Las t 13 Months ) NUMBER OF

CUSTOMERS

G ALLO NS
S O LD

(Thous ands )

G ALLO NS
P UMP E D

(Th o u s an d s )

G ALLO NS
P UR C HAS E D

De ce mbe r 2006 580 2,697 3,828
January 2007 578 3,297 3,636

2007aFe bru 578 2,772 3,589
Ma rch 2007 578 2,648 3,914
April 2007 560 4,339 4,460
May 2007 557 3,600 5,353
June  2007 563 3,726 5,100
J uly 2007 563 3,272 4,651
Au st 2007» 566 2,910 4,629

S T O R AG E  T ANK
C AP AC IT Y

(Ga llo n s )

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons  per Minute)
170,000 l 55-563118 85
10,000 1 55-805546 57
16,000 2 55-563117 38

55-630887 30
55-550951 75

>Other Water Sources in Gallons per Minute None
>Fire Hydrants on System No
>Total Water Pumped Last 13 Months (Gallons in Thousands) 34,531 (9 months )

WATER USE DATA SHEET

t
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MIRACLE VALLEY WATER SYSTEM
COMMENT RESPONSE MEMO

Docke t Control

Ci
From: Wes tLa nd Res ources , Inc.

Date: September 20, 2007

P ro je c t  No . 1428.03 E 8000

In response to ACC comments dated August 7, 2007, WestLand Resources, Inc., offers the following

responses:

When evaluating the "Demand Evaluation Criteria"for all the water systems, the Companies did not

use the actual demand data from each system. According to the Companies, the actual data the

Companies had recorded was limited and not sufficient. Instead the Companies adopted the Bella

Vista South water demand data and its peaking factors to analyze each water system and its plant

facilities. It is Staffs practice that when evaluating existing water systems, a Water Use Data Sheet

showing the actual customer demand for that system should be used to evaluate plant capacities.

Response: The well production data available to date has been recorded on a standard Water Use

Data Sheet and is attached. All infrastructure sizing is based upon said data sheets.

2. The Companies stated that it is "possible" the Sierra Sunset System is interconnected with the

aahacent water system(s). The Companies also indicated that the Crystal and Mustang water systems

"may already" be interconnected As a result, the actual water demand for each of these water

systems is not known and plant facilities cannot be adequately sized

Response: This comment does not apply to the Miracle Valley system as it is not connected with any

other system.

3. The Companies provided lost and unaccounted for water data. Ute water loss data exceeds the

targeted 10% limitation for unaccounted water in six of the seven water systems. According to the

Companies, to reduce these losses, the Companies have implemented programs to locate in-metered

services and install meters. The possible system interconnections would also affect the water loss

percentages.

Response: Algonquin recognizes that the lost and unaccounted for water percentages exceeds

industry standards. New metering equipment and meter reading protocol has been implemented to

identify in-metered areas, interconnects and meter accuracy in an effort to improve said percentages.

Q:\Iobs\l400's\l428,0l\ACCWirscle Valley response memo.doc WestLand Resources, Inc.

1 .

To :

Engineering and Environmental Consultants
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Miracle Valley Water System
Comment Response Memo

September 20, 2007
Page 2

Water Use Summarv

The  Wa te r Us e  Da ta  S hee t ta bula ting we ll production da ta  for the  m os t recent nine  m onths  is  a tta ched.

The a vera ge  da y of the  pea k month production (ADP M) is  63,190 ga llons  per da y (god) ba s ed on the  nine

months  of a va ila ble  da ta , a nd P ea k Da y Dema nd (P DD) is  ca lcula ted to be  58 ga llons  per minute  (rpm).

Ma ximum ins ta nta neous  dema nd for the  number of units  s e rved in Mira cle  Va lley is  295 rpm.

Recommendations

We support the ACC recommendation for storage capacity of 150,000 gallons, which will allow for
modest growth in the area. The original ACC recommendation for this water system included two new

booster pumps and a 5,000-gallon hydropneumatic tank. We are recommending a new 350 rpm pre-

packaged booster station with a small bladder tank to provide instantaneous demand to the Miracle Valley

service area. The addition of the packaged booster station and elimination of the hydropneumatic tank

will result in an equivalent level of service and reduced construction cost. Well No. 1 is a 160 rpm well

which is sufficient to meet existing demands and Well No. 2 is proposed to be re-equipped to provide

balanced mechanical wear, and to accommodate modest growth

S CH:em r

Q:\Jobs\l400's\1428,0l\ACC\Miracle Valley response memo -.doc WestLand Resources, Inc.
Engineering and Environmental Consultants



>NAME OF COMPANY Mira cle  Va lle y

>ADEQ Public WaterSystem No. 02-023

MONTH/YEAR
(Last 13 Months) NUMB E R  O F

C US T O ME R S

G ALLO NS
S O LD

(Th o u s an d s )

G ALLO NS
P UMP E D

(Th o u s an d s )

G ALLO NS
P UR C HAS E D

December 2006 248 1,733 1,407
January 2007 246 1,333 1,688 -

4Febru 2007 246 2,158 1,611
Ma rc h 2007 246 1,287 1,628
April 2007 246 1,390 1,758
Ma y 2007 251 1,284 1,386
June  2007 243 1 ,405 1,518
J uly 2007 243 1,272 1,374
A u st 2007•

_ 239 1,084 1,959 u p

STORAGE TANK
CAPACITY

(Gallons)

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons per Minute)
150,000 (proposed 1 55-630018 160

55-527262 105

>Other Water Sources in Gallons per Minute None
>Fire  I-Iyd ran ts  o n  S ys tem N o
>Total Water Pumped Last 13 Months (Gallons in Thousands) 14, 129 (9 months)

WATER USE DATA SHEET

I


